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CITY OF NEWTON, MASSACHUSETTS 
 

PURCHASING DEPARTMENT 
purchasing@newtonma.gov  

Fax (617) 796-1227 
 

 
 October 4, 2011 

 

 
ADDENDUM #1 

 
 

INVITATION FOR BID #12-16 

BOWEN & COUNTRYSIDE SCHOOLS BOILER REPLACEMENTS 

 
THIS ADDENDUM IS TO: Answer the following Questions/Items from Pre-Bid Meeting: 

 
Q1.  Can abatements be done during school hours? 

A1.  No - All abatement and demolition shall occur during unoccupied hours (i.e. 3:00 p.m. - 
11:00 p.m., Monday thru Friday, Weekends and holidays, as specified.) 
 

Q2.  Can abatements be done at night? 
 A2.  See response to Question #1. 
 
Q3.  What about the fire watch? 

A3.  Fire watches shall be provided as required by the Newton Fire Department as specified. 
 
Q4.  Who did the survey? 
 A4.  FLI Environmental of Dedham, MA did the Hazardous Material survey. 
 
Q5.  How come there are no quantities on the bid form? 

A5.  Project scope is defined under 02075.1.02 of the specifications for complete projects. 
 
Q6.  Is MWBE mandatory? 

A6.  It is the City of Newton’s goal to promote opportunities for minority and women owed 
businesses.  For your convenience, here is the website for the State Office of Minority and 
Women Business Assistance www.somwba.state.ma.us. 

 
Q7.  Are the boiler feed units alternates? 
 A7.  Yes. 
 
Q8.  What is the extent of pipe demolition and asbestos abatement? 
 A8.  As shown on contract documents. 
 
Q9.  Are the project sites available for future walkthroughs prior to bid? 

A9.  Yes, contact City of Newton facilities from 7:00 a.m. to 3:00 p.m., Monday through Friday. 
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Q10.  Are there different specs for boilers and burners? 
 A10.  Yes, refer to contract documents. 
 
Q11.  Is Power Flame burners an approved equal? 
 A11.  Yes. 
 
Q12.  What is the boiler room access? 
 A12.  As shown on contract documents. 
 
Q13.  At the Bowen School, is the new boiler blow down piping for the new boiler? 
 A13.  Yes. 

 
Q14.  Page P15500-35 of the specifications state that “the boiler/burner unit shall be provided as a package by 
the boiler manufacturer and NOT as separate components in order to maintain single source responsibility.”  
Will this be enforced if the manufacturer cannot provide the specified burner? 
 A14.  No. 
  
Q15.  Page 15500-38.  The burner specified in both the equipment schedule listed in the drawings as well as 
the written specifications indicate that the specified burner is to be an Industrial Combustion *C) Module DL-
54.  This burner is an air atomized oil burner.  Oil fired only.  The specifications request that it be pressure 
atomized, dual fuel (gas/oil). What model and burner manufacture be used for this quotation? 

A15.   There are separate boiler-burner unit specification sections for each school that are site 
specific.  The Bowen School is oil fired only. 

 
Q16.  The burner on the number one boiler at the Bowen school is a dual fuel Power Flame C3-GO.  Will 
different burner manufacturers be required or should the equipment (burners) be equal? 
 A16.  Provide the specified and scheduled burners or approved equal. 
 
Q17.  The burner specifications request that a dual fuel burner be installed.  There is no gas supply in the 
mechanical room sized to operate the burner on natural gas at this time.  Should the gas train be installed on 
the burner or left with school officials for storage for possible future installation? 

A17.  Only the Countryside School is gas-fired with new gas service available at the time of 
contract awards.  New gas piping is part of the contract documents. 

 
Q18.  Page 15500-42, C6, 7., 8., of the specifications state that boiler is to utilize assembly of sections with 
cast iron nipples. Gaskets, O-Rings and section roping shall not be used.  The SMITH 28 boiler that is 
specified is assembled with gaskets and rope.  Please clarify equipment assembly and specification. 

A18.  The Smith 28A boiler construction shall be the construction standard along with the 
construction standards of the approved equals. 

 
Q19.  Can both Power Flame burners for the Countryside school be purchased from a source other than the 
supplier of the boiler?  This is in reference to Page P15500-35 of the specifications state that “the boiler/burner 
unit shall be provided as a package by the boiler manufacturer and NOT as separate components in order to 
maintain single source responsibility.” 
 A19.   See response to Question #14. 
 

 
REVISED DRAWINGS (Attached): 
 
Drawing Changes:  
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REVISED SPECIFICATIONS SECTIONS: 
 
Item No. 1.    Section 02075, Paragraph 1.02 
 
Please delete Paragraph 4 in its entirety and replace with the following: 
 

Location Summary of Work 
Bowen School Boiler 
Room 

Conduct demolition of the boiler, select piping, breeching 
and remove ACBM gasket and insulation encountered 
within boiler equipment and pipe and breeching insulation 
as shown..   

Countryside School 
Boiler Room 

Conduct demolition of the boiler and remove ACBM rope 
gasket and insulation encountered within boiler equipment. 

 
 
Item No. 2   Section 15400 - Table of Contents 
 
Please delete Table of Contents in its entirety and replace with the attached to match the section 
numbers within the specification. 
 
Item No. 3.  Section 15500 - Table of Contents 
 
Please delete Table of Contents in its entirety and replace with the attached to match the section 
numbers within the specification. 
 
Item No. 4.  Section 15500, Paragraph 9.09F  Combustion System - Industrial Combustion DL-54 
 
Please delete from the title of paragraph "Industrial Combustion DL-54". 
Please add or equal to the last line in Paragraph F1. 
 
Item No. 5.  Section 15500, Paragraph 9.10A 
 
Please change dual fuel fired in first line of Paragraph A to Gas fired. 
 
Item No. 6.  Section 15500, Paragraph 9.10F.1, F.4, F.5, F.6. 
 
Please delete Paragraph 9.10F1 in its entirety and replace with the following: 
1.  Provide cast iron gas fired steam boilers and burners as scheduled with all required operating and 
safety controls (including those shown on the drawings and as by the manufacturer). Units shall be as 
manufactured by Smith, Burnham Corp. DeDietrich or approved equal. 
 
Please delete Paragraph 9.10 F4 in its entirety and replace with the following: 
 
4.  The burner shall be arranged for Modulation firing of fuels. The burner shall provide for an open 
damper pre-purge through a damper motor. 
 
Please delete Paragraph 9.10F5 in its entirety and replace with the following: 
 
5.  The burner shall include the appropriate safety shutoff valves, air flow switch and combustion air 
damper control.  
 
Item No. 7  Section 16000 - Electrical Table of Contents 



Addendum #1 - Project Manual #12-16 – Bowen & Countryside Schools Boiler Replacements 
Page 4 of 4 

 

Please delete Table of Contents in its entirety and replace with the attached to match the section 
numbers within the specification. 

 
 

All other terms and conditions of this bid remain unchanged. 
 

PLEASE ENSURE THAT YOU ACKNOWLEDGE THIS ADDENDUM ON  YOUR BID FORM. 
 
Thank you. 

 
 
Rositha Durham 
Chief Procurement Officer 
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